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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT tDMR)

Form Approved

OMB No. 2040-0004

WA-0026662

	

'001 A

PERMIT NUMBER

	

DISCHARGE NUMBER

MONITORING PERIOD

Minor (SUBR SW) F-Final
Sliurry Discharge Effluent

Sedimentation Plant
(non-wastewater)

MoFrom Year MoDayYear
To

Day

2014

	

11

	

1 2014 11

	

30

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10 ' 10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO .EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

.«.««« ..«.,. «.««.« 6.0 9.4
Deg . C

0 Daily Grab

5/Week GrabPermit Requirement Report Report

Water Temperature
Influent 00010 7 0 0

Sample
Measurement

.«... ««««.. ,	 6.1 9.4
D eg.C

0 Daily Grab

Report Report ««»^ 51Week GrabPermit Requirement

Flow Rate
Effluent 00056 1 0 0

Sample
Measurement 4.7 11.8

CFS

"''"' 0 Continous Recording

Continous RecordingPermit Requirement Report Report

Flow Rate
Influent 00056 7 0 0

Sample
Measurement 28.5 32.7

CFS

:««. •.+.". ""*"#" 0 Continous Recording

«a.« Continous RecordingPermit Requirement Report Report

Turbidity
Influent 00070 7 0 0

Sample
Measurement

849.8 5340.0
NTU

0 Continous -Recording

Permit Requirement """ •""'" Report Report «.... Continous Recording" '*'

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00150 P 0 0
See Comments Below

Sample
Measurement

148,802 765,706
L b / Day

966.8 5036.0
mg1L

0 Daily
24-Hr

Composite

em.. Daily 24-Hr
Composite

PermitRequirement Report See I.6.3 b 1.13A ....« Report Report

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

.««. .«.... ...... 14.4 15.7
mg/L

0 Daily Grab

1/Month GrabPermit Requirement Report Report

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER tecnliryundrrp.amhyollawth:rtthis

or . su p rrwision in accordance

and evaluate Me tniotmauom

the system, or those
snbnutt.d is, to the
there are significant

ducwn^^uarulullauuotmsntsw-arep parcdunaennyaneceun
with a s y stem desi g ned to asst.. that q ualified p ersonnel

submitted Based on my inquiry of the person or percsns
persons directly remrmssbtc forgathering the infoamation, the

best uftoy knowledge and belief, we, accurate, ma...gdet
penalties for submitting false info ration, including the possibility

p ro p erly g ather
who mange

information
I ran aware that

of line and

TELEPHONE DATE

Mike Greene, Veolia EWF Project Manager 503 582-9655 2014 12 3

TYPED OR PRINTED

61rt'Grte_

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
Area Code Number Year Mo Dayunprsumnwntfrtmown,gsiolmiona AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Ram 3320-11Rw.01100) Previous editions may be used.

	

Page 1 of 4



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DIM)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation
ADDRESS: 826 E FRONT STREET, SUITE A

PORT ANGELES, WA. 98362-3613
FACILITY:

	

ELWHA WATER TREATMENT PLANT

LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. Ex FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

..... ...... * .,. 0.0 0.0
mglL

0 u Month Comp

Permit Requirement e.e.e. ***+e. Report
-

Report ti Month
24 Hr

Composite
=+**••

PH
Effluent 00400 1 0 0

Sample
Measurement

** .,,*., ...... 7.2 7.5
SU

0 Daily Grab

Permit Requirement a.a., •*•*** 6.5 - 8.5 8.5 5Week Grab"""`"

PH
Influent 00400 7 0 0

Sample
Measurement

...... ...... **en.* 7.5 8.0
SU

0 Dally Grab

Permit Requirement "`*" """" ..**•' 6.5 -8.5 8.5 ****" SiWeek Grab

Total Alkalinity (As CAC03)
Effluent 00410 1 0 0

Sample
Measurement

,,,,,,
38.8 50.0

mgIL as
CaCo.

0 Daily Comp

Permit Requirement *""* iie"* ***'** Report Report ****** 'Month 24-Hr Comp

Total Solids Suspended
Effluent 0053D 0 0 0

Daily Average Influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement '186,621 1,065,505

LblDay

***eke 7,521.4 52,360.0
mg1L

0 Daily 24-Hr Comp

Permit Requirement 2,584,640 24,464,764 *et*'* Report Report ***A.** Daily
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0
Daily Average Influent Turbidity < 50 NTU

See Comments Below

Sample
Measurement

#REFI #REF!
#!C FS
River

eie,e, #REFI #REF!
m g /I.

0 See attached data
report Comp

Permit Requirement Report 22 ' ee*e Report Report ****** Da ily 24- Hr
Composite

NAME1TITLE PRINCIPAL EXECUTIVE OFFICER cr:rtity.derp.ulyof1.

rsu p ervaion in accordance

the system, or those
suhnbllyd is. In the
mere aresignireantpenalhesror

nndevaluate tt,zns,°tattoo,ubmiultaRedonmyingainror theperson

mxmi.sdocument andall attachments oerepiqued undermydireevon
%Oh a s y stem desi g ned to assure that q ualified p crscmncl

orpersons
perwnedirxth responsihlc For gathering the information, the

hest of my bnow]rdgz aztd ktelizf, hoe, accuratz, end complete
utimiu3ngrlset

	

including tnepna=snihty

p ro p erl y g ather

whomvlagu
¢il'mmatian

lam aware that
of fine and

TELEPHONE DATE

Mike Greene, Veolia EWF Project Manager 503 582-9655 2014 12 3

SIGNATURE OF PRIN

	

AL EXECUTIVE OFFICER OR
AREA Code NUMBER Year Mo DayAUTHORMEDAGENTTYPED OR PRINTED imprisonment for knowing violations,

COMMENTS A D EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50
There were no days in November when influent turbididly was less than 50 NTU.

EPA Form 3320-1 (Rev.01106) Previous editions may be used.
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WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBEF

Sedimentation Plant DEG

	

6 ?
(non-wastewater)

i

2014

	

11

	

1

	

2014 11

	

30

MONITORING PERIOD

From Year t MoYear
To

Mo DayDay



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS

NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS: 826 E FRONT STREET, SUITE A

PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT

LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Total Suspended Solids
Influent 00530 7 0 0

D a il y A verage I n fl uent T urbidity < 5 0 NTU
See Comments Below

Sample
Measurement

P P
LbICFS
River

,,,,* P P
mglL

0 Day of Discharge Comp

Permit Requirement Report Report Report Report «*«• Daay
24 Hr

Composite

Settleable Solids
Effluent 00545 1 0 0

Sample
Measurement

..... **H!* ****. 8.0 8.0 0 1/Month Comp

Permit Requirement me.. Report Report

	

.10
m!!L

*	 IAton h
24-Hr

Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

*Ai.* #DIV101 0

flL

0 1/Month Comp

Permit Requirement """ "" ' ••••`• Report Report

m

lnront
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

29.1 871.5

lb/Day

*•"*** 38 38

m lL

0 11Month Comp

Permit Requirement Report Report (Aerie Report Report

g

****** ilMont
24-Hr

Composite

Aluminum, Total (As AL)
Influent 01105 7 0 0

Sample
Measurement

30.6 919.2

lb/Day
****** 5.9 5.9

mg/L

0 1/Month Comp

Permit Requirement Report Report Report Report

.
1/Mono, 24-Hr

Composite
=++**=Ae,e,.

Fetal Conform
Effluent 31625 1 0 0

Sample
Measurement

*

	

.. *... ...... 11 li 0 101Mon[h Grab

Permit Requirement Report Report #1100 ML 10/ Mont Grab" '"" ......

Fecal Conform
Influent 31625 7 0 0

Sample
Measurement

..*** ...... *****. 6 6 0 101Monlh Grab

Permit Requirement "*"` A-eei "'*'• Report

4'

Report #1100 ML ****** 10IMont Grab

NAMBTITLE PRINCIPAL EXECUTIVE OFFICER 1.nifymulct penalty
m supervision in accnrdoooe

the system, or those
subtnittaiis, to the

do.'alnaietheimmnatinasneminx.Ba sed

thtaare.:irnir^nantpea:dtiesforsnb,niuingrisatnlbrmadnn,inemdingtnepssibilayof[eana

ofla,ithat this document andall
with n sysl.;m Jeaignod

persons directly responsible
bast of mylmorvlerlgc and belief,

avaclunects',are prepatedundcrmydin;etian )

-

	

-

	

-
^

TELEPHONE DATE

Mike Greene,VeoliaEWFProjectManager an myingwyannnparson
to assure that goelilied personnc]

for gathering the iiffoanalioo, the
or, accurate, and complete

orpersnnswhonnage
properly gamer

irS rmati °n
r am awes: that

503 582-9655 2014 12 3
r

Year Mo Day
SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR

AREA Code NUMBERT - PEOORPRINTED

t, e AUTHORIZED AGENTimpnsomoem for tmowing violators.

C MME TS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 1320-1 (Revell(*) Previous editions may be used.
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WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD

From Year Mo Day

	

To

	

Year Mo Day

2014

	

11

	

1

	

2014 11

	

30

Sedimentation Plant

(non-wastewater)



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS

NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10" N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

, **** .,a w ••eeee 76.0 76.0
mglL

0 4tMonth Comp

Permit Requirement ****** *'** * ^**^** Report Report ***"** 1 Month
24-Hr

Composite

Total Dissolved Solids
Influent 70295 7 0 0

Sample
Measurement

**„** *.**.* *

	

+** 63.0 63.0

m g /I

0 4lMonth Comp

Permit Requirement *ea*. "**"^• ****** Report Report

_

****** month
24-Hr

Composite
_ -

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I cubfytutder penalty

and evaluate the i
the system, or those

submitted is, to the
thoreuesi g ni^cant

orsupenesiuninaacerd,mrewid,a.systemJes t
of lase that this document and all attachments were prepared under

peatoassuredratqualified personnel
rmation submitted . Based on my inquiry ofthm:men or persons

persons direedyr^pnninlet rgath °ringtheinformation,theinfomation
host drily hnnniedge and belief, true , accurate , and complete.
p°naltiesFr.1..11, 4 false informawn, inalvdin g the p ussihilit

my direction
properly gather
who mana g e

I am aware that
y etli n ca n d

IJ ` -
/

	

'`^^
-

	

-

	

-

TELEPHONE DATE

Mike Greene, Veolia EWF Project Manager 503 582-9655 2014 12 3

SIGNATURE OF PRINSIPALEXECUTIVE OFFICER OR
AUTHORIZED AGENT AREA Code NUMBER Year Mo

-

DayTYPED OR PRINTED
/ /

	

lI t rt .
impp.amcntherIsms ngvintmions

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA Form 3320-1 (Rev.at106) Previous editions may be used.
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OMB No. 2040-0004

WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBEF

Sedimentation Plant
(non-wastewater)

MONITORING PERIOD

To
From Year Year Mo DayMo Day

2014

	

11 , 1 2014 11

	

30



VEOLIA
WATER

December 9, 2014

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - NOVEMBER 2014-
ELWHA WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA) for the month of November, 2014. The
report is being submitted by Veolia Water North America (VWNA) Operating Services
on behalf of the US Department of Interior, Bureau of Reclamation. A copy of the report
has been submitted to the Washington DOE.

Please contact me if there are any questions or comments regarding the enclosed forms.

Sincerely,

Michael S Greene
EWF Veolia Project Manager

CC:

		

Tracy Gilchrist, NPS
Sephora Harman, VNA

Enclosures:

		

DMR. December, 2011; EPA Form 3320-1 (4 pages)
Table of values & mass limits for turbidity >50 NTU

Veolia Water North America Operating Services, LLC
70350 SW Arrowhead Creek Lane, Wilsonville, OR 97070
Tel: 503.582.9655 • Fax: 503.582.9050
www.veo l iawate rnacom



n -

6
ELWHA Nov 2014 - WA-002666-2

INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

Calc

flow/daily,
at outfall

3078

flow/daily
at outfall

cal

River
Flow - 1

TSS
Influent - 8

TSS Influent
Mass _Calc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

Mass NTE
Limit_calc

NTU MGD CFS MGD CFS CFS mg& Lbs/Day mg1L Lbs/Day Ibslday

11!112014 1372 17.94 27.76 2.80 4.33 3870 553 82,753 4770 111,389 1,169,795
11/2/2014 1335 16.10 24.92 2.60 4.02 3320 624 83,803 3055 _

	

66,245 1,133,519
11/3/2014 405 17.30 2616 2.80 4.33 3790 906 130,697 4404 102,842 1,877,379
11/4/2014 2325 20.75 32.10 7.65 11.84 6875 1906 329,795 10656 679,863 7,209,138
11/512014 840 19.36 29.96 3.31 5.12 4320 1023 165,193 6682 184,459 2,417,367
11/6/2014 778 21.15 32.72 7.24 11.20 5845 1450 255,706 5444 328,717 4,672,474
111712014 660 17.14 26.52 216 4.27 5155 720 102,910 4940 113,711 2,022,406
11/8/2014 486 20.13 31.14 3.13 4.84 3740 650 109,108 3958 103,320 1,331,314
11/9/2014 570 19.05 29.47 3.03 4.69 3965 697 110,708 4704 118,871 1,511,627

11/10/2014 378 19.30 29.87 2.67 4.13 3380 506 81,455 3332 74,196 935,885
11/11/2014 367 16.93 26.19 2.66 4.12 3080 424 59,853 3242 71,922 715,493
11/12/2014 226 19.62 30.36 2.84 4.39 1730 387 63,338 2444 57,888 371,569
11/13/2014 198 18.68 28.91 2.75 4.26 1630 415.5 64,735 2020 46,329 376,154
11/14/2014 157 18.93 29.28 2.75 4.26 1500 256 40,408 1466_ 33,623 213,787
11/15/2014

_
142 19.10 29.56 2.79

_
4.32 1365 197 31,387 1068 24,851 150,226

11/16/2014 121 18.32 28.35 2.65 4.10 1290 144 22,000 2536 56,048 103,794
11/17/2014 140 17.68 27.36 2.78 4.30 1140 153 22,565 1076 24,947 98,070
11/1812014 118 19.10 29.56 2.78 4.30 1070 182 28,995 1224 28,379 109,779
11/19/2014 93 16.87 26.11 2.70 4.18 1090 115.5 16,252 844 19,005 70,830
11/20/2014 88 19.16 29.65 2.62 4.05 1070 110 17,580 766 16,738 66,189
11/21/2014 66 19.41 30.03 2.74 4.24 2180 549 88,853 3552 81,169 660,016
11/22/2014 268 16.63 25.73 2.51 3.88 2260 422.5 58,584 2748 57,525 525,300
11/23/2014 230 17.83 27.58 2.64 4.08 1950 399 59,316 2730 60,108 429,763
11/24/2014 181 17.35 26.85 2.71 4.19 1740 280 40,520 1748 39,507 270,015
11/25/2014 366 17.66 27.33 2.73 4.22 4240 898.5 132,365 6584 149,906 2,079,599
11/26/2014 1477 20.15 31.18 3.22 4.98 4120 1548 260,156 10208 274,134 3,489,496
11/27/2014 1752 17.90 27.70 2.19 3.39 5275 2400 358,306 24620 449,674 6,884,384
11/28/2014 5340 18.23 28.21 2A4 3.78 8955 5036 765,706 52360 1,065,505 24,464,764
11/29/2014 2848 17.02 26.34 2.54 3.93 4320 3624 514,445 29250 619,620 8,538,102
11/30/2014 2167 18.10 28.01 2.78 4.30 2730 2428 366,557 23210 538,128 3,640,979

DAILY MAX 5,340.0 21.1 32.7 7.7 11.8 8,955.0 5,036.0 765,706.4 52,360.0 1,065,505.1 24,464,764.4
AVERAGE 849.8 18.4 28.5 3.1 4.7 3,233.2 966.8 148,801.8 7,521.4 186,620.7 2,584,640.5
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